Boil Water and Rescind Notice Instructions
Pressure below 20lbs. must issue a BWN (Boil Water Notice).

The normal procedure is to increase chlorine at the pump. Go to the end of line Flush Points and flush until you see the increased chlorine levels. Reset chlorine pump to original setting, wait 2 hours then take a coliform sample. Take to Victoria heath department; mark it as “special”. Must take 2 samples, one at flush point and depending on how many homes were effected by the “break”, “leak repair”, “pump down” or whatever a second sample should be taken. This is very unclear and I need to find out exactly what the deal is. Notices should then immediately be sent to all the effected customers. When the samples come back from Victoria the Rescind notice can be mailed to all customers. Copies of the Health dept test along with a copy of the BWN and the BWRN should then be mailed to the TCEQ as listed below. 

Send copies of the report along with both notices to:

TCEQ

Jaoquin (wa-keen)Montes, MC 155
P.O. Box 13087
Austin, TX 78711-3087.
